
Follow the charts below to replace the batteries.

After removing the battery cover, gently extract batteries from the case.

Disconnect the two wires connecting it to the  and replace it with 
the same type of batteries. Dispose of the old batteries properly at an appropriate 
recycling facility.
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Remove the screws located on the bottom of the UPS to open the battery cover.

CAUTION: Battery replacement should be 
performed by qualified service personnel.

Instructions for
Battery Replacement for 
Office Plus UPS Models

420VA - 850VA


